
 Zigbee logger under SimplyData,  operation setup instruction step by step (���������������� )  

 

 

 

 

 

 

 

 

 

 

 

 

      

 

 

 

  

 

 

 

 

 

 

 

 

 

4. Launch the Simply data  

 

1.Zigbee Dongle connect to the USB Port 

 

  3.logger power on(Zigbee auto scan and connected)>Press 

“sys set”>Press �� to default ID(default 001) >Press “sys 

set” , back to Main Menu . 

 2.go to Device Manager>find out the prolific USB-to-serial 

Com port>set com port 9600,n,8,1>click  “confirm” 

 



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

5. OPEN NEW> Setup Comport >DEVICE TYPE: mark ZIGBEE>Com 

port setting: mark “default” > click “OK” 

6. Display , Create success > click “OK” 

7.Setting polling Addr>select Logger Addr>  OK 
8. Setting real time interval>=2S,click “Start” to receive Logger 

Data ,click “Stop” to terminate. 


